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Recognized by MoEF & CC

Format No. EME/LAB/Format 7.8/TR

Report Number ; MITCON/2025-26/ September/241 Test Report Issue Date: 06/10/2025
ULR No:TC510825000007871F

Client’s Name & Address Sample Details
MIS International School (Balewadji) Sample Code MITCON/2025-26/September/z41/01
Product group Water
Balewadi pune -411045 Product Name water
Sample details RO Water
Container Details 2 lit Plastic Can+250 ml sterile bottles
Sample Collected By MITCON
Method of sampling IS 3025(Partl)
Sample Collected On 30/09/2025
Date of Sample Receipt 30/09/2025
Analysis Start Date 30/09/2025
End Date of Analysis 06/10/2025
Location of Test Performed | In House ( Laboratory )
ANALYSIS RESULTS
[sr. Parameters Results Unit 15:10500:2012 Test Methods
No. Required Standards
01 | pHat25°C 705 | - | 0585 &7 T APHA 4500 H+, A, Part 4000.473, 24t Ed.
02 | Total DissolvedSolids | 93 il _mgl | & <si0 _ /APHA 2540.C, P
03 | Tofal Hardness as Ca€0; | 65:33  mg/l y <2005 Al APAA340
04 | Caleiumasca | 13.08 || mg/l B <755 BEY " ARLIA 3500 Ga B, Pat 300¢
05 | MagnesiumasMg | 793 || mg/ . <30 . W APHA'3500 Mg B, Part 30
06 | chlorideascl” 1710 n 525 [ ApHR 4500CIB, Part 4800.340-341 24%
07 | Sulphate as SO, I <200 ®PHA 4500 -E 504, Part 4000.505-506
| 08 | Nitrate as NO3 <45 APHA 4500 NO3 B, Part 4000.434-435, 24th
09 | IfonasFgy 24 =T 2603 5] APHA 31418 Part;8000,205-206 24" Ed.
10 | Turbidity ' <1 NTU | <1 ' ~ 15:3025 Part-10 (R A : 2002)
11 | Total Coliform Absent | /100 ml | Shall Not Detectable in IS 15185:2016
any 100 ml Sample
12 | E-Coli Absent | /100 ml | Shall Not Detectable in
L any 100 ml Sample IS 15185:2016
REMARKS / OBSERVATIONS:

® The above water sample is complying with required limits as per IS 10500:2012. w.r.t. above parameter.

For MITCON Consultancy & Engineering Services Ltd.
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-.End of Report... N0 <@/

* This Report is valid for tested sample only.

® This Report shall not be reproduced except in full & with written permission of MITCON.

¢ This Report should not be used for advertisement / judicial purpose.

o Customer complaint register is available in the laboratory. Page 1 of 1

www.mitconindia.com
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Report Number : MITCON/2025-26/ September/241 Test Report Issue Date: 06/10/2025

ULR No:TC510825000007872F

Client’s Name & Address Sample Details

MIS International School (Balewadi) Sample Code MITCON/ZOZ5-26/September/241/02

Product group Water
Balewadi pune -411045 ?'oduct Name water

Sample details Corporation Water

Container Details 2 lit Plastic Can+250 ml sterile bottles

Sample Collected By MITCON

Method of sampling IS 3025(Part)

Sample Collected On 30/09/2025

Date of Sample Receipt 30/09/2025

Analysis Start Date 30/09/2025

End Date of Analysis 06/10/2025

Location of Test Performed | In House ( Laboratory )

ANALYSIS RESULTS
?r. Parameters Results Unit 15:10500:2012 Test Methods
No. i e
01 |pHat2s%¢ | EEENE D I | APHA 4500 He, A)Part 4000.478, 34% Eq.
02 | Total Dissolved Solids 8 g/l | [ <560, 4 | /APHA 2540 C, Part,2000,145 24" Eq,
03 | Total Hardness as€aCOs | 73.50 | mg/i = £200y | w11 APHA 2340.C, Part 2000124, 24" Eq.
04 | Cdleiumasca | | 1472 || B W <7 , | APHA3500 Ga B, Part 300 55 24% Ed
05 | Magnesium as Mg _ 893 || mg/ S =3b | APHA3500MgB, Part 3000.274, 24" Ed.
06 | Chlorideas¢l’ | 8s0 mg/ 5250 ' APHA 4500 CI B, Part 4000.340-341 24%
07 | Sulphate as $0. <5 mg/I <200 APHA 4500 -E S04, Part 4000.505-506
08 | Nitrate as;NOJ _ i mE, - . 245 | APHAA500 NO3 B, Part 4000,434-435, 24%
09 |lronasFe™ = <0.05" | mgll 0.3 ' APHA'3111B, Part 3000.205-206 24" Ed,
10 | Turbidity <1 NTU <1 IS: 3025 Part-10 (R.A : 2002)
11 | Total Coliform Absent | /100 ml | Shall Not Detectable in IS 15185:2016
any 100 ml Sample
12 | E-Coli Absent | /100 ml | Shall Not Detectable in
any 100 ml Sample IS 15185:2016

REMARKS / OBSERVATIONS:
® The above water sample is complying with required limits as per IS 10500:2012. w.r.t. above parameter.

For MITCON Consultancy & Engineering Services Ltd.
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-..End of Report...

* This Report is valid for tested sample only.

® This Report shall not be reproduced except in full & with written permission of MITCON.

® This Report should not be used for advertisement / judicial purpose.

¢ Customer complaint register is avoilable in the laboratory. Page 1 of 1
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